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POINT 7 – DISCHARGE CONTROL PIT 
 
 

Parameter Unit of 

Measure 

Frequency Limit Averaging 

Period 

Result 

Biochemical 

oxygen demand 

milligrams per 

litre 

Per release 20  <5 

Conductivity microsiemens 

per centimetre 

Per release 1500  66 

Nitrogen 

(ammonia) 

milligrams per 

litre 

Per release 1.0  <0.5 

pH 

 

pH Per release 6.5-8.5  7.08 

TSS milligrams per 

litre 

Per release 50  6 
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